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A.102

Second Floor Plan and 

Reflected Ceiling Plan

As Noted

PARTITION LEGEND

ARCHITECTURAL FLOOR

PLAN REFERENCE SYS.

PARTITION NOTES

1.  ALL WALLS NOT KEYED IN BY WALL

TYPE DESIGNATION TO BE PARTITION

"P2B", TYP

EXISTING WALL, VERIFY

CONSTRUCTION IN FIELD

NEW INTERIOR PARTITION

NEW LOW WALL INTERIOR

PARTITION

DIMENSIONING NOTES

1.  INTERIOR PARTITIONS ARE

DIMENSIONED TO THE CENTERLINE,

UON

OFFICE

101

OF-1

101

4

401

3

401

P1

DOOR SYMBOL

PLAN DETAIL

SYMBOL

ROOM SYMBOL

WALL TYPE

SYMBOL

INTERIOR

DETAIL SYMBOL

SURFACE MOUNT FIRE

EXTINGUISHER, JL INDUSTRIES

COSMIX 5X; PLASTIC SIGN #24S

BY JL INDUSTRIES TO BE

MOUNTED ABOVE EXTINGUISHER

FIRE EXTINGUISHER

SCHEDULE

FE-1

EXISTING FIRE EXTINGUISHER,

VIF

FE-X

2'X4' SECOND LOOK ACOUSTIC

CEILING TILE AND GRID TO

MATCH EXISTING

5/8" GWB CEILING

1. NOTES ON SHEET A.621 ALSO APPLY TO

FRAMING OF CEILING STRUCTURES,

TYPICAL.

2. ALL CEILING GRIDS ARE TO BE

CENTERED IN ROOMS AND/OR SPACES

UNLESS NOTED OTHERWISE

3. ALL EXIT SIGNS, LIGHTS WITH

EMERGENCY BACKUP, AND RELATED

LIFE SAFETY EQUIPMENT ARE THE

RESPONSIBILITY OF THE ELECTRICAL

ENGINEER.  G.C. TO COORDINATE

ENGINEERD DRAWINGS WITH

ARCHITECTURALS

CEILING TYPES

RCP LEGEND

CEILING NOTES

ACT1

GWB1

GWB2 5/8" MOISTURE RESISTANT GWB

EXISTING 2'X4' PARABOLIC

FIXTURE TO REMAIN

RELOCATED 2'X4' PARABOLIC

FIXTURE OR NEW TO MATCH

EXISTING

EXISTING EMERGENCY EXIT

SIGN TO REMAIN

EXISTING EMERGENCY LIGHT TO

REMAIN

RELOCATED EMERGENCY EXIT

SIGN OR NEW TO MATCH

EXISTING

RELOCATED EMERGENCY LIGHT

- REMOTE BATTERY OR NEW TO

MATCH EXISTING

SCOPE OF WORK
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CONF. ROOM

107

DOUBLE

OFFICE

108

DOUBLE

OFFICE

109

DOUBLE

OFFICE

110

GYM

111
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112

LAB

113

INNOVATION
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SHOWER

115

ADA REST./
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COPY/FAX/
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SERVER
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621

TYP

1

1/8" = 1'-0"

SECOND FLOOR PLAN

ALIGN WALL WITH EDGE OF

WINDOW

EXISTING DOOR TO BE MADE

WEATHER TIGHT AND

PERMANENTLY LOCKED, APPLY

OPAQUE FILM TO INTERIOR FACE

OF GLASS, FUR OUT WITH STUDS

AND 5/8" GWB

FE-X

FE-1

FE-1

FE-1

P3BP2B

5'-0"

CLEAR

7

621

P2B P2B P2B P2B

EQ

4'-0"

CLEAR

EQ

5

601

CENTER WINDOWS IN

INNOVATION ROOMS TYPICAL

PROVIDE 4" WALL RECESS AND

BLOCKING FOR WALL MOUNTED

70" TV'S AS REQUIRED, FACE OF

TV TO BE FLUSH WITH WALL -

REFER TO DETAIL 8/A.621, REFER

TO A.802 FOR LOCATIONS

7
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6

601

10

601

ALIGN

2'-5"

FUR OUT KITCHEN WALL WITH 6"

STUDS AND 5/8" GWB
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P2B

2

1/8" = 1'-0"

SECOND FLOOR REFLECTED CEILING PLAN
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